AIKO¥

Zhejiang Aiko Solar Technology Co., Ltd.

No.655,Haopai Road, Suxi Town, Yiwu City, Zhejiang Province, P.R.C.
Email: marketing@aikosolar.com
Web site: www.aikosolar.com

Dichiarazione

ATTESTAZIONE DI CLASSIFICAZIONE 1661/25
DEL COMPORTAMENTO AL FUOCO DI PANNELLI FOTOVOLTAICI
SECONDO LA LINEA GUIDA FOTOVOLTAICO DCPREV. 0014030 del 01.09.2025

Produttore:
Zhejiang Aiko Solar Technology Co., Ltd.
No.655,Haopai Road, Suxi Town, Yiwu City, Zhejiang Province, P.R.C.

Prodotto:

Moduli Fotovoltaici in Silicio Cristallino — doppio vetro - Designazione commerciale:
AIKO-Axxx-MAH78Dw, AIKO-Axxx-MAH72Dw, AIKO-Axxx-MAHB60Dw, AIKO-Axxx-MAH54Dw
AIKO-Axxx-MAH72Db, AIKO-Axxx-MAHE60Db, AIKO-Axxx-MAHS54Db, AIKO-Axxx-MAE78Dw
AIKO-Axxx-MAE72Dw, AlKO-Axxx-MAEG0Dw, AIKO-Axxx-MCE60Dw, AIKO-Axxx-MCE54Dw
AIKO-Axxx-MCE60Db, AIKO-Axxx-MCE54Db, AIKO-Axxx-MDE72Dw, AlKO-Axxx-MDE60Dw
AlIKO-Axxx-MDES4Dw, AlKO-Axxx-GRHB6Dw, AIKO-Gxxx-MCH72Dw, AIKO-Gxxx-MCH60Dw

AIKO-Gxxx-MCH54Dw, AIKO-Axxx-GRH78Dw
Norme di Riferimento:

UNI EN 13501-1 UNIEN ISO 11925-2
UNI EN 13501-5 CEN/TS 1187-2

Tutti i criteri applicabili per la classificazione B-s1,d0 secondo la narma EN 13501-1 e
BROOF(t2) secondo la norma EN 13501-5 sono stati soddisfatti

Classificazione:

NORMA DI RIFERIMENTO CLASSE |
UNI EN 13501-1 B-s1,d0 |
UNI EN 13501-5

Broof (T2) l

Questa dichiarazione & supportata dalla seguente documentazione:

1) Test Report nr CN241VZF 001 Rev01 emesso da TUV Rheinland (Shanghai) Co., Ltd il
2025-05-29; norma di riferimento: EN 13501-1: 2018

2) Report ZX251124-C130302 emesso da Beijing ZKG ‘ t?ﬁ ce and Technology il
2025-12-17; norma di riferimento: EN 13501-5},.-2"@}%\‘ y N012.
{9
S

Prepared by

Date: 2026 Jan.04 Date: 2026 Jan.04
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AR 5
Test Report

ZAREAL: WITLEEKFHRERIEA R A H]
Client:Zhejiang Aiko Solar Technology Co., Ltd.
WARR: TR

Test type: Commissioned inspection
PRAER: HEBIEHTERNRA
Test requirement: Test according to client’s requirement

&R RER

Test result: See next page
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Test Report)
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Test Result Index Conclusion
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Bt SERRIR T

aF h Test Report)

BFFLARS: B (Research
Fs WAL R SERE &
NO. Tes Test Result Index Conclusion
o 4m/ ! \ -
it Kk B (T2) S TG = KE
Fire Resistance - o5
1 Damage length of base 0.031m <0.800m
Performance ) ’ Pass
material at 4m/s wind speed -
(T2) .
Maximum value
2% rifE: EN 13501-5:2016. CEN/TS 1187:2012
Reference standard: EN 13501-5:2016. CEN/TS 1187:2012
R E N 30°
Test slope 30°
HVE:
M AIKO-Axxx-MCE54Dw;AIKO-Axxx-MAH78Dw;AIKO-Axxx-GRH78Dw;AIKO-Axxx-MAH72Dw; :ﬁ
AIKO-Axxx-MAH72Db;AIKO-Axxx-MAE72Dw;AIKO-Axxx-MDE72Dw;AIKO-Gxxx-MCH72Dw; fﬁ
AIKO-Axxx-MAH60Dw;AIKO-Axxx-MAH60Db; AIKO-Axxx-MAE60Dw;AIKO-Axxx-MCE60Dw; o
ATIKO-Axxx-MCE60Db; AIKO-Axxx-MDE60Dw; AIKO-Gxxx-MCH60Dw; AIKO-Axxx-MAHS54Dw; ’
AIKO-Axxx-MAH54Db; AIKO-Axxx-MCE54Db; AIKO-Axxx-MDE54Dw; AIKO-Gxxx-MCH54Dw;
AIKO-Axxx-GRH66Dw;AIKO-Axxx-MAE78Dw;AIKO-Sxxx-MDE72Dw 3Bl ATKO-Axxx-MCE54Dw i
H- 4 —\‘n > \
AT VBRI
“ewram

Remarks:
FromAIKO-Axxx-MCE54Dw; AIKO-Axxx-MAH78Dw;AIKO-Axxx-GRH78Dw;AIKO-Axxx-MAH72Dw;AIK
0-Axxx-MAH72Db; AIKO-Axxx-MAE72Dw; AIKO-Axxx-MDE72Dw;AIKO-Gxxx-MCH72Dw; AIK O-Axxx-
MAH60Dw;AIKO-Axxx-MAH60Db; AIKO-Axxx-MAE60Dw;AIKO-Axxx-MCE60Dw;AIKO-Axxx-MCE60D
b;AIKO-Axxx-MDE60Dw;AIK O-Gxxx-MCH60Dw;AIKO-Axxx-MAH54Dw;AIKO-Axxx-MAH54Db; AIKO-
Axxx-MCE54Db; AIKO-Axxx-MDES54Dw;AIKO-Gxxx-MCH54Dw; AIKO-Axxx-GRH66Dw;AIK O-Axxx-MA
E78Dw;AIKO-Sxxx-MDE72Dw,AIKO-Axxx-MCE54Dw is selected for testing.
AR EH
End of Report --This Page
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(End)
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ERER
ANNOUNCEMENTS
L RERT B TR F AN BIERILR/RE & R PR 8 A EKENE;

Both parties must comply with the provisions of the general service terms in the analysis of entrusted registration form/service contract;

2. ZMEXMF T EFASLEY: RinFE “RPRATHERAT AR " AR EAE B

The report is invalid without the signature of the responsible person of the service party;The report is invalid without the special seal for scientific research and

test of “Beijing ZKGX Research Institute of Science and Technology™’;

3. MR A HNEMER, BREFSTREARIENRE. RIFHEXBUFRT]. ERRERER, TUREEETRARE, BRETFIERERAER
BRI
Any result of the test application will be strictly confidential to the client.Unless required by relevant government departments, laws or courts, the service party shall
not discuss or disclose the results to any third party without the consent of the principal;

4. FRELFRFHEH] . REHIL BA. BA. RERUREEARREXNBELER, RN LRT AR HEMERRE.
Any copy, transfer, misappropriation, false use, alteration or any other form of tampering of the report in whole or in part is invalid. The service party shall
strictly investigate the corresponding legal liability for the above-mentioned acts

5. MRLERFHABEREGREETHENH A, FENFEURFENSAFENNSNARIFE. Rt ERRARETRHR RATRKTENRE.
ERRRFEESF TAESRETURETRBHARNER: AREAFANERE, SSEHXGFENEE, HiRESRERTEIFETSKERERT,
ERUSE.
The data or conclusions derived from the test results are descriptions of the characteristics, components, performance or quality of the test samples based on the
specific time, method and applicable standards, using different methods and standards, in different environmental conditions to detect sa pies ay lead to
different conclusions;This report is a research test report, which will refer to the principles of relevant standards, but may not be carried Et’ ording to the

=

actual situation, and the results are for reference only. :

6. RBFTEZHFRETHRMIRE, FIEAFPREZIRREHOETERITIHKE; ~?
The premise that the service party accepts the sample for testing is that the client cannot use the test report as a basis for legal action; ‘ ‘*

7. RRERARFERES, RPERHERFRRNMEA R #REREEEHBIETRE. HFFRIRERS SRR, Bﬁﬁﬁxﬁﬁﬁliﬁ
FREFFH121MA-

The test result only represents the sample sent for inspection, and shall not be responsible for the batch represented by the sample sent for inspection; The sample

e

\ '/ﬂﬂmm

source information shall be provided by the client and the authenticity of the source information shall be guaranteed. The service party shall not be responsible
for its authenticity; The present report is valid for 12 months.

8. AR EMNX Frllfr @NFRLERA K, AREENRB 2R K BXATRETRS. HERRTRERH . SU~SFRFER; HANEN
HRLERNBEARERTETNRER, ANEEAFTERER, FRATEN. 4%, ARSEEAE, N TUREENER. ERITENERRRE
BERAER—VIBERER, RETFRAENEFNEERE.

This report is only responsible for the test results of the tested samples, and the test data only reflect the evaluation of the samples and are only used for the purposes
of scientific research, teaching or internal quality control, enterprise product development, etc. The test results issued are limited to the internal use of specific clients,
and have no proof role for the society, can’t be used for legal purposes such as safeguarding rights, disputes, judicature, etc.The service party shall not assume any
economic and legal liability for the use of test data, direct or indirect losses caused by the use and all legal consequences.

9. HFREFTHEESEARENURLERNFHTERH, REFNLEFTAZETHANRER, FREFIIRERTENRE, FRTARSHTEE
RRRER. ATEEFTESNEESHRENARERATETELN, BETNIARSTREBHHE. S2RZFFTFEREFUEFTHANRERN,
AXERBFRTETRE, FRAARSHTXERIAGR.

If the content of the test results needs to be changed due to the reasons of the service party, the service party shall issue the test results for the applicant again, and bear
the cost of changing the test results, and entrust the service party to submit the restore test results. If the content of the test results needs to be changed due to the reasons
of the applicant, the applicant shall submit an application for modification to the service party. If the test result is re-issued after the examination and approval of the

service party, the related expenses shall be borne by the applicant, and the applicant shall submit the test result to the service party for restoration.

ERBREATRSEATRE  2ESREIE 400-635-0567 Rit: https://www.bjhgyjs.com  3%iFEIE: 010-82491398
Bl AERNERNTERBHRAT; TRNESE,; FEPL/EFANRESE (XX ; FRALEREHHBEERN; INRNEREER, FREEHE.
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A TUVRheinland®

Priifbericht-Nr.: CN241VZF 001 Rev02 Auftrags-Nr.: 326066224 Seite 1 von 8
Test report no.: Order no.: Page 1 of 8
Kunden-Referenz-Nr.: N/A Auftragsdatum: 2024-12-02

Client reference no.: Order date:

Zhejiang Aiko Solar Technology Co., Ltd.

é;;;’fggebe” N0.655, Haopai Road, Suxi Town, Yiwu 322009 Zhejiang, P.R.China
Priifgegenstand: PV Module
Test item:

Bezeichnung / Typ-Nr.:
Identification | Type no.:

BC PV Module (Double Glass Series)

Auftrags-Inhalt:
Order content:

Performance Test for AK Certificate Approval

Priifgrundlage:
Test specification:

EN 13501-1: 2018
Fire classification of construction products and bu

ilding elements - Part 1:

Classification using data from reaction to fire tests

Classification for Burning Behavior

Wareneingangsdatum: 2024-12-23
Date of sample receipt:
Priifmuster-Nr.: 1v0324000339

Test sample no:

Priifzeitraum:
Testing period:

2024-12-23 — 2024-12-27

Ort der Priifung:
Place of testing:

Guangzhou

Priiflaboratorium:
Testing laboratory:

TUV Rheinland (Shanghai)
Co., Lt

Priifergebnis*:
Test result™

Pass

gepriift von:
tested by: Jason Gu

Datum:
Date: 2026-01-15

Stellung / Position:

genehmigt von:
authorized by: Alex

ason

Ausstellungsdatum:

Gu

Mo Gu

Issue date: 2026-01-15

Project Engineer Stellung / Position:

Authorizer

Sonstiges /
Other:

1. Test results are listed in the following pages.
2. Test were perfomed at CNAS accreditated testing laboratory LO057.

Zustand des Priifgegenstandes bei Anlieferung:
Condition of the test item at delivery:

Prifmuster vollstandig und unbeschadigt
Test item complete and undamaged

* Legende:
* Legend:

N/A = nicht anwendbar
N/A = not applicable

P(ass) = entspricht 0.g. Prifgrundlage(n)
P(ass) = passed a.m. test specification(s)

F(ail) = entspricht nicht 0.g. Prifgrundlage(n)
F(ail) = failed a.m. test specification(s)

N/T = nicht getestet
N/T = not tested

Dieser Priifbericht bezieht sich nur auf das o.g. Priifmuster und darf ohne Genehmigung der Priifstelle nicht
auszugsweise vervielfaltigt werden. Dieser Bericht berechtigt nicht zur Verwendung eines Priifzeichens.
This test report only relates to the above mentioned test sample. Without permission of the test center this test report is not
permitted to be duplicated in extracts. This test report does not entitle to carry any test mark.

TUV Rheinland (Shanghai) Co., Ltd. No.177, 178, Lane 777 West Guangzhong Road, Jing'an District,Shanghai, China

Mail: service-gc@tuv.com - Web: www.tuv.com
V101023GCNSR
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Prufbericht-Nr.: CN241VZF 001 Rev02 Sfpite 2;‘”}2
Test report no.: age <o

Anmerkungen
Remarks

1 |Alle eingesetzten Prufmittel waren zum angegebenen Priifzeitraum gemal eines festgelegten
Kalibrierungsprogramms unseres Prifhauses kalibriert. Sie entsprechen den in den Priifprogrammen
hinterlegten Anforderungen. Die Riickverfolgbarkeit der eingesetzten Prifmittel ist durch die Einhaltung der
Regelungen unseres Managementsystems gegeben.

Detaillierte Informationen beziglich Prifkonditionen, Prifequipment und Messunsicherheiten sind im Priflabor
vorhanden und kénnen auf Wunsch bereitgestellt werden.

The equipment used during the specified testing period was calibrated according to our test laboratory
calibration program. The equipment fulfils the requirements included in the relevant standards. The traceability
of the test equipment used is ensured by compliance with the regulations of our management system.
Detailed information regarding test conditions, equipment and measurement uncertainty is available in the test
laboratory and could be provided on request.

2 | Wie vertraglich vereinbart, wurde dieses Dokument nur digital unterzeichnet. Der TUV Rheinland hat nicht
Uberpruft, welche rechtlichen oder sonstigen diesbezlglichen Anforderungen fiir dieses Dokument gelten.
Diese Uberpriifung liegt in der Verantwortung des Benutzers dieses Dokuments. Auf Verlangen des Kunden
kann der TUV Rheinland die Giiltigkeit der digitalen Signatur durch ein gesondertes Dokument bestatigen.
Diese Anfrage ist an unseren Vertrieb zu richten. Eine Umweltgebuhr fir einen solchen zuséatzlichen Service
wird erhoben. Informationen zur Verifizierung der Authentizitdt unserer Dokumente erhalten Sie auf folgender
Webseite: go.tuv.com/digital-signature

As contractually agreed, this document has been signed digitally only. TUV Rheinland has not verified and
unable to verify which legal or other pertaining requirements are applicable for this document. Such verification
is within the responsibility of the user of this document. Upon request by its client, TUV Rheinland can confirm
the validity of the digital signature by a separate document. Such request shall be addressed to our Sales
department. An environmental fee for such additional service will be charged. For information on verifying the
authenticity of our documents, please visit the following website: go.tuv.com/digital-signature

3 |Prufklausel mit der Note * wurden an qualifizierte Unterauftragnehmer vergeben und sind unter der jeweiligen
Prifklausel des Berichts beschrieben.

Abweichungen von Prifspezifikation(en) oder Kundenanforderungen sind in der jeweiligen Prufklausel im
Bericht aufgeflihrt.

Test clauses with remark of * are subcontracted to qualified subcontractors and descripted under the respective
test clause in the report.
Deviations of testing specification(s) or customer requirements are listed in specific test clause in the report.

4 |Die Entscheidungsregel fur Konformitatserklarungen basierend auf numerischen Messergebnisen in diesem
Prifbericht basiert auf der "Null-Grenzwert-Regel" und der "Einfachen Akzeptanz" gemafld ILAC G8:2019 und
IEC Guide 115:2021, es sei denn, in der auf Seite 1 dieses Berichts genannten angewandten Norm ist etwas
anderes festgelegt oder vom Kunden gewiinscht. Dies bedeutet, dass die Messunsicherheit nicht beriicksichtigt
wird und daher auch nicht im Prifbericht angegeben wird. Zu weiteren Informationen bezueglich des Risikos
durch diese Entscheidungsregel siehe ILAC G8:2019.

The decision rule for statements of conformity, based on numerical measurement results, in this test report is
based on the “Zero Guard Band Rule” and “Simple Acceptance” in accordance with ILAC G8:2019 and IEC
Guide 115:2021, unless otherwise specified in the applied standard mentioned on Page 1 of this report or
requested by the customer. This means that measurement uncertainty is not taken in account and hence also
not declared in the test report. For additional information to the resulting risk based of this decision rule please
refer to ILAC G8:2019.
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Prufbericht-Nr.: CN241VZF 001 Rev02 Sfpite 3 z,’gonfg
Test report no.: age 3o

Produktbeschreibung
Product description

1 |Produktdetails
Product details PV Module

Model list refers to Appendix B.

2 |MaBe / Gewicht
Dimensions | Weight Thickness of test samples: 2.0mm semi-tempered glass with external AR coating

+ 0.4mm EPE + 0.135mm solar cell mono-crystalline silicon + 0.5mm EVA +
2.0mm glazed semi-tempered glass with white gridding

3 |Bedienelemente N/A
Operating elements

4 | Ausstattung / Zubehor N/A
Equipment | Accessories
5 |Verwendete Materialien N/A
Used materials
6 |Sonstiges Test sample(s), as well sample information, description, product details and
Other intended usage was provided by customer.
7 | Prifmusterbereitstellung: Sending by customer O Sampling by TUV Rheinland Group
Test sample obtaining .
[ others:
Sample Drawing
f’ “ Front glass: Coating semi-tempered, 2.0( +0.2)mm

Encapsulant: EPE, 0.4(4+0.Dhmm

Encapsulant: EVA, 0.5(£0.1)mm

]
) . . . o009
f Rear glass: Glazed semi-tempered glass with white gridding, 2.0(+0.2)mx

Solar cell: Mono-crystalline silicon, 0.135(+0.03)mm
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Priifbericht-Nr.: CN241VZF 001 Rev02

Test report no.:

Seite 4 von 8
Page 4 of 8

Absatz
Clause

Anforderungen - Priifungen /
Requirements - Tests

Messergebnisse — Bemerkungen/| Ergebnis
Measuring results - Remarks

Result

Test results after performing all applicable tests according to EN 13501-1:2018:

Test results:

Test item Unit Test method Requirement Result Verdict
FIGRAo.2m W/s EN 13823:2020 <120 29 Pass
LFS m | EN 13823:2020 <edgeof | <edge of Pass
B specimen specimen
THReo00s MJ EN 13823:2020 <75 2.3 Pass
FS mm 1ISO11925-2:2020 <150 <34 Pass
SMOGRA m2/s? EN 13823:2020 <30 0 Pass
S1
TSPeoos m? EN 13823:2020 <50 13 Pass
Flaming dropletseoos - EN 13823:2020 do No droplets | No droplets Pass
Flaming dropletssos — | 1S011925-2:2020 No droplets |  Pass
igniting filter paper
Classification: B-s1, d0

Remark:

of 900 kg/m3.

1. Test photos refers to Appendix A.
2. Dimension of the test samples for test according to EN 13823:2020
1500mmx1000mm and 1500mmx500mm.
3. During the test according to EN 13823:2000, the samples were installed vertically and 80mm away from
the back panels of the testing equipment. The back panels are 12mm thick CaSiOs panels with a density

4. The front glass was faced to fire during single burning test according to EN13823.
5. Junction boxes, cables and connectors were not installed during test.
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Absatz Anforderungen - Priifungen / Messergebnisse — Bemerkungen/| Ergebnis
Clause Requirements - Tests Measuring results - Remarks Result
Appendix A. Test data
Test data of EN 13823:2020:
Result
Test item Unit Requirement Average
Sample1 | Sample 2 Sample 3
FIGRAo.2my Wis <120 25 26 35 29
LFS m <edge of <edge of <edge of <edge of <edge of
specimen specimen | specimen specimen specimen
THReo00s MJ <75 2.7 1.8 25 23
SMOGRA m?/s? <30 0 0 0 0
TSPeoos m? <50 11 12 17 13
Flaming No No
dropletseoos - No droplets droplets droplets No droplets No droplets
Test data of 1SO11925-2:2020:
Sample 1 Sample 2 Sample 3 Sample 4 Sample 5 Sample 6 Results
FS (mm) 27 29 28 26 27 28
-Surface
Flaming
dri(;ﬂli‘;trfsos No droplets | No droplets | No droplets | No droplets | No droplets | No droplets
filter paper FS< 34mm
FS (mm) 30 32 34 31 33 31 No droplets
-Edge
Flaming
d'}gﬁliﬁfsos No droplets | No droplets | No droplets | No droplets | No droplets | No droplets
filter paper
Remark:
FS=Flame spread in 60s
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Absatz Anforderungen - Priifungen / Messergebnisse — Bemerkungen/| Ergebnis
Clause Requirements - Tests Measuring results - Remarks Result

Appendix B. Test photos

./(

S £ ¢
After test
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Absatz Anforderungen - Priifungen /
Requirements - Tests Measuring results - Remarks

Clause

Messergebnisse — Bemerkungen/| Ergebnis

Result

Appendix C. Model list

Product

Model type

BC PV module

(Double Glass Series)

Max. System Voltage: Up to 1500 VDC (Voc at STC):

With 1/2 cut of mono c¢-Si cells (Under STC):
AIKO-Axxx-MAH78Dw (xxx=650-685, in steps of 5, 156 cells)
AIKO-Axxx-MAH72Dw (xxx=585-630, in steps of 5, 144 cells)
AIKO-Axxx-MAHB60Dw (xxx=490-525, in steps of 5, 120 cells)
AIKO-Axxx-MAH54Dw (xxx=440-470, in steps of 5, 108 cells)
AIKO-Axxx-MAH72Db (xxx=585-620, in steps of 5, 144 cells)
AIKO-Axxx-MAHG60Db (xxx=490-515, in steps of 5, 120 cells)
AIKO-Axxx-MAH54Db (xxx=440-465, in steps of 5, 108 cells)
AIKO-Axxx-MAE78Dw (xxx=650-685, in steps of 5, 156 cells)
AIKO-Axxx-MAE72Dw (xxx=600-630, in steps of 5, 144 cells)
AIKO-Axxx-MAEB0Dw (xxx=500-525, in steps of 5, 120 cells)
AIKO-Axxx-MCE60Dw (xxx=490-555, in steps of 5, 120 cells)
AIKO-Axxx-MCE54Dw (xxx=445-500, in steps of 5, 108 cells)
AIKO-Axxx-MCE60Db (xxx=490-555, in steps of 5, 120 cells)
AIKO-Axxx-MCE54Db (xxx=445-500, in steps of 5, 108 cells)
AIKO-Axxx-MDE72Dw (xxx=610-675, in steps of 5, 144 cells)
AIKO-Axxx-MDE60Dw (xxx=510-560, in steps of 5, 120 cells)
AIKO-Axxx-MDE54Dw (xxx=460-505, in steps of 5, 108 cells)
AIKO-Axxx-GRH66Dw (xxx=610-670, in steps of 5, 132 cells)
AIKO-Gxxx-MCH72Dw (xxx=610-655, in steps of 5, 144 cells)
AIKO-Gxxx-MCH60Dw (xxx=500-545, in steps of 5, 120 cells)
AIKO-Gxxx-MCH54Dw (xxx=460-490, in steps of 5, 108 cells)
AIKO-Axxx-GRH78Dw (xxx=740-790, in steps of 5, 156 cells)
AIKO-Sxxx-MDE72Dw (xxx=610-675, in steps of 5, 144 cells)
AIKO-Axxx-MCH72Dw (xxx=610-655, in steps of 5, 144 cells)
With 1/2 cut of mono c-Si cells (Under BNPI):

AIKO-Axxx-MAH78Dw (xxx=690-725, in steps of 5, 156 cells)
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AIKO-Axxx-MAH72Dw (xxx=615-660, in steps of 5, 144 cells)
AIKO-Axxx-MAH60Dw (xxx=515-550, in steps of 5, 120 cells)
AIKO-Axxx-MAH54Dw (xxx=460-490, in steps of 5, 108 cells)
AIKO-Axxx-MAH72Db (xxx=615-650, in steps of 5, 144 cells)
AIKO-Axxx-MAHB0Db (xxx=515-540, in steps of 5, 120 cells)
AIKO-Axxx-MAH54Db (xxx=460-485, in steps of 5, 108 cells)
AIKO-Axxx-MAE78Dw (xxx=685-720, in steps of 5, 156 cells)
AIKO-Axxx-MAE72Dw (xxx=630-660, in steps of 5, 144 cells)
AIKO-Axxx-MAE60Dw (xxx=525-550, in steps of 5, 120 cells)
AIKO-Axxx-MCE60Dw (xxx=520-585, in steps of 5, 120 cells)
AIKO-Axxx-MCE54Dw (xxx=470-525, in steps of 5, 108 cells)
AIKO-Axxx-MCEB0Db (xxx=520-585, in steps of 5, 120 cells)
AIKO-Axxx-MCE54Db (xxx=470-525, in steps of 5, 108 cells)
AIKO-Axxx-MDE72Dw (xxx=645-710, in steps of 5, 144 cells)
AIKO-Axxx-MDEG60Dw (xxx=540-590, in steps of 5, 120 cells)
AIKO-Axxx-MDE54Dw (xxx=485-530, in steps of 5, 108 cells)
AIKO-Axxx-GRH66Dw (xxx=660-715, in steps of 5, 132 cells)
AIKO-Gxxx-MCH72Dw (xxx=665-710, in steps of 5, 144 cells)
AIKO-Gxxx-MCH60Dw (xxx=545-590, in steps of 5, 120 cells)
AIKO-Gxxx-MCH54Dw (xxx=500-530, in steps of 5, 108 cells)
AIKO-Axxx-GRH78Dw (xxx=815-865, in steps of 5, 156 cells)
AIKO-Sxxx-MDE72Dw (xxx=645-710, in steps of 5, 144 cells)
AIKO-Axxx-MCH72Dw (xxx=665-710, in steps of 5, 144 cells)

XXX represents output power in Wp

--- Ende des Priifberichts / End of Test Report ---




